June 8, 1995
VEMORANDUM GW #70

TO District Directors
Envi ronnment al Heal th Managers
Envi ronnmental Heal th Supervisors
Ofice of Environnental Health Staff
O fice of Water Prograns

FROM Donald J. Al exander, Director
Division of Onsite Sewage and Water Services

SUBJECT: Prelimnary Approval of Sewage D scharge Systens
Sewage - Discharge - Approval

Aquar obi ¢ USA has requested prelimnary approval of the
“AQUAROBIC. THE VIRG NI A 600 M NI - PLANT/ FILTER'. Based on a
techni cal review of the design and engi neering principles
conducted by the Division in accordance with 82.25 B of the
Al ternative D scharging Regul ati ons and the recommendati ons of
t he Di scharge Regul ati ons Task Force’s Technical Commttee, the
Division of Onsite Sewage and Water Services grants prelimnary
approval as indicated in paragraph 1) and 3) of the attached
|etter. The approval becones effective the date of this
menor andum

GW #70
Sewage - Discharge - Approval



June 8, 1995

Dani el E. Pavén, President
AQUAROBI C I nternational, Inc.
999A Shenandoah Shores Road
Front Royal, Virginia 22630

Dear M. Pavon:
Re: Request for prelimnary approvals of “AQUAROBIC. THE VIRGA NI A 600

M NI - PLANT/ FI LTER" under the Alternative Di schargi ng Sewage Treat nent
Requl ations for Single Family Dwellings (DSTR).

The Division of Onsite Sewage and Water Services has reviewed your
request for prelimnary approval of the Virginia 600 Mni-Plant as referenced
in our letter to you dated March 15, 1995. Based on our review we find the
fol | owi ng:

1)Prelimnary approval is granted to the Virginia 600 Mni-Plant/Filter
(mni-plant), as shown in attachnment 1, for discharges to dry
ditch or intermttent streans of 500" or nore (1S/ DD 500) for
design flows up to 600 gpd. This sewage treatnent system consists
of a 6 wide by 11' long by 4' deep aerobic batch activated sl udge
conpartnent which receives the waste directly fromthe house
connection. Carified wastewater fromthe aeration chanber is
then punped to a 3' wide by 6' long by 3.6" deep up flow gravel
filter. The gravel in the filter will have an effective size of
less than 3.5 mMmmand a uniformty coefficient of |ess than 4.0.
Virginia Departnment of Transportation's 78, 8 or 9 gravel should
neet the effective size and unifornity coefficient. A punp is
provided to return the liquid and any solids that accunulated in
the filter back to the aeration chanber. Wastewater fromthe up
flow filter passes through a tablet chlorinator and then enters
the chlorine contact tank. The chlorine contact tank has an
approxi nate volunme of 600 gallons. Chlorinated wastewater then
passes through a tablet dechlorinator. |f ultraviolet |ight
di sinfection is used then the flow fromthe upflow filter nust be
[imted to the capacity for the ultraviolet unit.
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2)Prelinmnary approval is denied for the unit described above for use in
di scharges to dry ditches or intermttent streans 250'-499' (IS/ DD
250) in length. Based on your request the unit described above is
not equivalent to the conbination process (or redundant units)
required in Table 3.2 of the D scharge Regul ations. W do not
think the upflow unit by itself (wthout the aeration unit) would
be able to provide an effluent of 30 ng/L BODs and 30 ng/L tota
Suspended sol i ds.

3)Prelininary approval is granted to the Virginia 600 nini-plant/filter
as described in 1) above, with a constructed wetl ands for
di scharges to | S/DD 250. This systemis shown in attachnent 2.
The wetl ands must be a mininumof 100 ft2. The conponents of the
wet | ands nmay be adj usted as new devel opnents in wetlands treatnment
t echnol ogi es progresses.

4)Prelimnary approval is denied for the Virginia 600 mni-plant/filter
when foll owed by a downflow sandfilter for discharges to IS/ DD 250
as shown on pages 7 and 8 as attached to our letter dated March
15, 1995. This system has not been installed or tested to see if
it will mechanically function as designed. |If a bench scale or
field experinmental operation indicates the systemw |l function as
wel | as the system described in paragraph C and D of GW #18, we
may reeval uate your request.

Construction plans and specifications prepared by a engineer licensed in
t he Conmonweal th of Virginia nust be subnmitted, for the systens granted
prelimnary approval, and be in accordance with § 2.14 of DSTR As
appropriate all punps nust have either high water or failure to punp al arns.
Al'l chlorination and dechl orination tubes should be designed so that when the
tubes are renoved the tablets remain in the tube for inspection. Post
aeration will need to be provided.

I f you have any questions or coments on the above, please contact ne at
(804) 786-1750.

Si ncerely,

Roger A. Cool ey
Assi stant Techni cal Services Chief
Division of Onsite Sewage and Water Services

pc: Don Al exander
Cal Sawyer, PE



